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POINT—TO—POINT NOTES

@ MAKE SURE THAT JUMPER IS INSTALLED ACROSS PINS 1-2 AT J5.

TAG CABLE WITH CODE AND NUMBER SPECIFIC TO THIS POINT PER PLAN AND SCHEDULE.
WIRES AS SHOWN. REFERENCE STANDARD CRITERIA DRAWING SECURITY WIRE FORMAT.

@ LEAVE 5 SERVICE LOOP FOR CONNECTIONS TO DOOR BOARD, PIEZO & SIREN, AND LOCK HARDWARE.
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